
Mr. John Grantham 
State of Washington 
Department of Ecology 
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00 OJ J ,f 

FLUOR DANIEL, INC. 

Nuclear & Mixed Waste Program 
P.O. Box 47600 

Date: June 21, 1994 

Olympia, WA 98504-7600 

Dear Mr. Grantham: 

Reference: Hanford Waste Vitrification Plant 
DOE Contract DE-AC06-86RL10838 
Fluor Contract 8457 

Transmittal No.: WDOE-947 
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We enclose _ _ 2_copy of the items listed below. These are issued per US-DOE request. 
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Environmental Data Management Center 
(MSIN H6-08), w/1 
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M.D. Talbot, WHC -w/0 
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~ FLUOR DANIEL 

US DEPARTMENT OF ENERGY 
HANFORD WASTE VITRIFICATION PLANT 

DESIGN CHANGE NOTICE 

DCN - 0195 REV o 
DCN TITLE 
Revised Testing Spec. for 
Grounding Resistance 

PAGE 1 OF 3 
DATE INITIATED 

06-15-94 
PACKAGE NO. 
A170 

1. Revised ground loop earth resistance requirements. 

CAUSE OF 
CHANGE: 

FOR LIST OF AFFECTED DOCUMENTS, SEE SECTIONS 6 AND 7. 
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D Other -----

FRR-01039A 
Initiating Document(s) 
t>it Cl7D-o'1-~2.

; ~ 

REVIEWER COMMENTS 
AND SIGNATURE/DATE 

ProJect Management Date 
PE STAMP REQUIRED? D NO IXJ YES 

Systems 

Independent Safety 

Ouahty Assurance 

Conf1gurat1on Management 

COMMENTS: 

FORM REV. 09/23/93 
P:\8457\DCNS\ 06/20/94 9:23am 

Date 

Date 

Date 

Date 

WAC Date 

•CAT Date 

DOE Date 



i't:::. ./"-J ~~hbJ!J•!~lJJ 
";:# FLUOR DANIEL 

US DEPARTMENT OF ENERGY 
HANFORD WASTE VITRIFICATION PLANT 
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PREPARED BY: M. Weimer Date: 06-20-94 

DESIGN CHANGE NOTICE 
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INCLD 

DOCUMENT NAME YIN 

Electrical Testing Y 

.. ,., 

DESCRIPTION OF CHANGE 

Revised Paragraph 3.2.3.3 for loop 
earth resistance requirements . 
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3.2.3.3 The earth resistance of each ground electrode shall be measured and 
recorded before electrodes are connected to the grounding loop. 
~lectredes iR each §F8~Rd leap shall he s~fficieRt ta §ive a §Fe~Rd 
loop earth resistaRce less thaR oRe ohffi. Gro~Rd leop electrode tests 
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DESCRIPTION OF CHANGE 

U.S. DEPARTMENT OF ENERGY 
HANFORD WASTE VITRIFICATION PLANT 

Revised ground loop earth resistance requirements. 
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